
25 

AC-L

OUT1

OUT3

CN19

SEN1

PRO1CN3PRO5

CN2

CN1AC-N

OUT4 OUT6OUT5 OUT7

OUT8

SEN2

SEN4

SEN3

SEN5

PRO7 PRO6 PRO4 PRO3 PRO2

L
N

contactorcontactorcontactorcontactor

222

T
r
an
s
fo
rm
e
r

RED

W
H
T

Y
L
W

B
L
UB
L
K

B
R
N

BLU

2
2

5

BLK

OUT2 FL002

BRN

BRN

WHT

G
R
A
Y

过滤器1

四通阀

压缩机

电子膨胀阀

HEAT

AC-N

2

水流开关

高压开关

高压检测口

压缩机加热带

低压开关

低压检测口

t1

t2

t3

t4

t5

t2′

H35G

过滤器

蒸发器

钛冷凝器

出水

入水

5

Instruction 

1 The LED controller type of PHC heat and cool unit is HC35G and circuit board type is FL003. change 2 to 

t2’; parameter of t2 is 10k, and parameter of t2’ is 5k.  

2 There is no filter 2 in PH single heat type.  

3 There is no strip heater for the compressor in types under/included PH45. 

4 There is no AC contactor in types under/included PH20 . 
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